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87. PROVIDE ADEQUATE EMERGENCY LIGHTING @ REMOVE AND REPLACE (E) EXIT LIGHT WITH NEW.
FOR THE EXIT WAYS.

88. PROVIDE ILLUMINATED EXIT SIGNA AS
REQUIRED TO PROPERLY IDENTIFY EXIT PATH WAYS. ADDED LOADS:

(5) PHOTO ELECTRIC GELL ORIENTED TOWARD,

(3) (E) PANEL 178A, 100A BUS, 208Y/120V, 38, 4W. NORTH MOUNTED ON ROOF. LOCATION TO BE
CKT. — 25 = +182 WATTS. VERIFIED IN THE FIELD. TORK MODEL 3000

CKT. — 27 = 198 WATTS. _
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